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MULTILEVEL SWITCH FOR  1 1/2” UNICON RESERVOIR: 16 1/2”
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FL4 - HIGH LEVEL ALARM

FL3 - START SECOND PUMP
(DUPLEX SYSTEM ONLY)

FL2 - START FIRST PUMP

FL1 - STOP PUMPS

TANK BOTTOM
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